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BALLAST

LIGHTING /
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FIRST FLOOR LIGHTING PLAN - NEW WORK

SCALE: 1/8"= 1'-Q" &

BASEMENT LIGHTING PLAN - NEW WORK

SCALE: 1/8"=1-0"

N
Nl

NORTH NORTH
GENERAL NOTES:
1. REFER TO ARCHITECTURAL DRAWINGS FOR

LT | FSAS LIGHT TOWER- FINAL LOCATIONS TBD

FIXTURE LOCATIONS.

2. WALL MOUNT LIGHTING FIXTURES IN PIPE TL | TRIP LIGHTS (TYPE G1)
TUNNEL. COORDINATE FIXTURE HEIGHT IN NORTH AND SOUTH SIDES ON SEPARATE CIRCUITS
THE FIELD BELOW DUCTWORK. SEE CONTROLLED FROM WATCH DESK

MECHANICAL DRAWING M-101.
3. REFER TO DRAWING E-602 FOR LIGHT
FIXTURE SCHEDULE.

4. ROUTE LIGHTING CIRCUIT HOME RUNS AN A A
THROUGH THE PIPE TUNNEL. & 10/16/13 ISSUE FOR BID- ADDENDUM 02
&-:W WORK KEY NOT@ DESIGNED RH 10/11/13 ISSUE FOR BID
@ ROUTE HOME RUN TO LIGHTING TIME CLOCK DRAWN s 1/18/12 PERMIT_SUBMISSION
AND CONTACTOR BOX. SEE OUTDOOR LIGHTING CHECKED AL REVISION DATE DESCRIPTION BY APP.
CONTROL DETAIL ON DRAWING E—601. ST D PR T oo P
CERTIFICATION ELECTRICAL
(@ PROVIDE ECO BALLAST SYSTEM CONNECTED TO LIGHTING NEW WORK
THE DAYLIGHT HARVESTING DEVICES AND DRAWING NO.
ASSOCIATED ACCESSORIES TO PROVIDE A MODERNIZATION OF FEMS ENGINE HOUSE 14
MINIMUM OF 20 FOOTCANDLES IN THE
4801 NORTH CAPITOL ST. N.E.
APPARATUS  BAY. WASHINGTON DC, 20011 B " O 2

% SORG ARCHITECTS
918 U ST. NW, WASHINGTON DC 20001
L % T: 202.393.6445 F: 202.393.6497
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